
4101:1-8-01 Interior finishes.  
 
Chapter 8 of the International Building Code, 2021 edition, as incorporated by 
reference and modified in Section 101.1.1 of this code, is further modified as 
follows:  
 

Add footnote ‘n’ in the Group column of Table 803.13 for Groups R-4 
and R-3, and add footnote ‘n’ to read as follows:   

n. Where Group R-3 and R-4 occupancies are permitted in Section 903.2.8 
to be protected by an automatic sprinkler system installed in accordance 
with Section 903.3.1.3 the requirements for a non-sprinklered building 
apply. 
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